
Dräger, while endeavouring to ensure correctness of statements of 
fact and advice contained in this publication; gives no guarantee 
or warranty in respect thereof, and accepts no liability for any 
mis-statement or inaccuracy in publication, or for any omission 
therefrom.

Dräger Safety UK Limited
Ullswater Close
Riverside Business Park
Blyth
Northumberland NE 24 4 RG

Dräger Safety AG & Co. KGaA
Revalstraße 1
D-23560
Lübeck
Germany

Telefon:  0049451882-0
Telefax:  0049451882-2080

Internet http://www.draeger.com
Tel:   +44 1670 352891
Fax:  +44 1670 356266

Obwohl DrägerLimited sich bemüht für die Richtigkeit der Angaben 
zu sorgen, geben wir diesbezüglich keine Garantie oder Gewähr und 
übernehmen keine Haftung für falsche Angaben oder Ungenauig-
keiten oder für das Auslassen von Angaben.

DECLARATION OF CONFORMITY - UK MANUFACTURED CYLINDER ASSEMBLIES (LLOYDS REGISTER)

3356518: Edition 03: October 2013: Subject to Modification (A4-D-L)

EC DECLARATION OF CONFORMITY 

Issued in accordance with the

PRESSURE EQUIPMENT DIRECTIVE ( PED) 97/23/EC 

Draeger Safety UK Limited 
Ullswater Close 
Blyth Riverside Business Park 
Blyth 
Northumberland, UK 
NE24 4RG 

We hereby declare that in compliance with the above Directive, the products detailed below 
have been manufactured in accordance with the following conformity assessment modules, 
as approved and monitored by Lloyd’s Register  (Notified Body No. 0038) 

Lloyd’s Register Verification 
71 Fenchurch Street 
London
EC3M 4BS 
UK

Conformity Assessment Modules 
Module Description 

B EC Type-Examination 
D Quality Assurance for Production, Final 

Inspection and Testing 

Module B EC Type-Examination Certificate : COV1211233/2 

Module D EC Certificate of Conformity : COV0712294/1 

Product Description: Valved compressed-air cylinder assemblies for use in self-
contained emergency escape breathing apparatus conforming to EN1146 

Other Community Directives Applied: None 

             Signed : 

 Barry Wade 

 Authority :  Quality Management 

 Date : 20 November 2012 

EC DECLARATION OF CONFORMITY 

Issued in accordance with the

PRESSURE EQUIPMENT DIRECTIVE ( PED) 97/23/EC 

Draeger Safety UK Limited 
Ullswater Close 
Blyth Riverside Business Park 
Blyth 
Northumberland, UK 
NE24 4RG 

We hereby declare that in compliance with the above Directive, the products detailed below 
have been manufactured in accordance with the following conformity assessment modules, 
as approved and monitored by Lloyd’s Register  (Notified Body No. 0038) 

Lloyd’s Register Verification 
71 Fenchurch Street 
London
EC3M 4BS 
UK

Conformity Assessment Modules 
Module Description 

B EC Type-Examination 
D Quality Assurance for Production, Final 

Inspection and Testing 

Module B EC Type-Examination Certificate : COV1211233/3 

Module D EC Certificate of Conformity : COV0712294/1 

Product Description: Valved compressed-air cylinder assemblies for use in self-
contained emergency escape breathing apparatus conforming to EN402 

Other Community Directives Applied: None 

             Signed : 

 Barry Wade 

 Authority :  Quality Management 

 Date : 20 November 2012 



Dräger, while endeavouring to ensure correctness of statements of 
fact and advice contained in this publication; gives no guarantee 
or warranty in respect thereof, and accepts no liability for any 
mis-statement or inaccuracy in publication, or for any omission 
therefrom.

Dräger Safety UK Limited
Ullswater Close
Riverside Business Park
Blyth
Northumberland NE 24 4 RG

Dräger Safety AG & Co. KGaA
Revalstraße 1
D-23560
Lübeck
Germany

Telefon:  0049451882-0
Telefax:  0049451882-2080

Internet http://www.draeger.com
Tel:   +44 1670 352891
Fax:  +44 1670 356266

Obwohl DrägerLimited sich bemüht für die Richtigkeit der Angaben 
zu sorgen, geben wir diesbezüglich keine Garantie oder Gewähr und 
übernehmen keine Haftung für falsche Angaben oder Ungenauig-
keiten oder für das Auslassen von Angaben.

DECLARATION OF CONFORMITY - UK MANUFACTURED CYLINDER ASSEMBLIES (LLOYDS REGISTER)

3356518: Edition 03: October 2013: Subject to Modification (A4-D-L)

EC DECLARATION OF CONFORMITY 

Issued in accordance with the

PRESSURE EQUIPMENT DIRECTIVE ( PED) 97/23/EC 

Draeger Safety UK Limited 
Ullswater Close 
Blyth Riverside Business Park 
Blyth 
Northumberland, UK 
NE24 4RG 

We hereby declare that in compliance with the above Directive, the products detailed below 
have been manufactured in accordance with the following conformity assessment modules, 
as approved and monitored by Lloyd’s Register  (Notified Body No. 0038) 

Lloyd’s Register Verification 
71 Fenchurch Street 
London
EC3M 4BS 
UK

Conformity Assessment Modules 
Module Description 

B EC Type-Examination 
D Quality Assurance for Production, Final 

Inspection and Testing 

Module B EC Type-Examination Certificate : COV1211233/1 

Module D EC Certificate of Conformity : COV0712294/1 

Product Description: Valved compressed-air cylinder assemblies for use in self-
contained breathing apparatus conforming to EN137 

Other Community Directives Applied: None 

             Signed : 

 Barry Wade 

 Authority :  Quality Management 

 Date : 20 November 2012 


